EX: 132" 3—-2-16KV 08
EX: 132' 2—4" 87

EX: 395" 3-750-16KV 89
EX: 395 3-350—4KV-89

EX: 395' 3-1/0 —18KV 89
EX: 395" 4-5" B7

TO: X5308482 <

EX: V5308434

VAULT

612'x7 Tub Style TUB STYLE

EX:
RM:
SN:
RM:
RM:
RM:
RM:
RM:
IN:
SN:
IN:
IN:
IN:
IN:
IN:
IN:

50KVE 4KV 120/240v 1P
1- SW UG SF6 LB 4-WY BO0A 15KV

1~ SL MOUNTING KiT FOR 4-WAY RAM SW
2- JJ 3-DBE 350 600A

1~ JJ 3-DBE W/BUSH EXT 350 600A

3~ JJ BUSHING EXTENSION B0CA

3- JJ DBE W/ADAPT & SPD 350 600A
1~ SW UG SF6 LB RAG 4-WY 600A 17.5KV

1= SL MOUNTING KIT FOR 4-WAY RAM SW
2- JJ DBE W/ADAPT & SPD 350 600A
1- JJ 3-DBE W/BUSH EXT 350 600A

3- JJ BUSHING EXTENSION 600A

2- JJ 3-DBE 350 600A

3~ JJ LBE #2 200A 16KV

DANGLER AVE

/ TO: V56308487

CESAR E CHAVEZ AVE

LATIN 4KV 0/0 REPETTO
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